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General Parameters

Alkalinity (Total as CaCO3), mg/L 128 10.2 88.2 354 122 125 150 122 126 125 Weekly

Ammonia (as Nitrogen), mg/L 1.4 0.5 0.7 2.3 1.7 2.2 1.4 1.2 1.0 1.1 Monthly

Bicarbonate (HCO3), mg/L 128 10.2 88.2 354 122 125 150 122 126 125 Weekly

Biological Oxygen Demand, mg/L 1.0 0.1 0.02 1.9 1.0 1.0 1.2 1.0 0.9 0.8 Weekly

Conductivity, umhos/cm 852 46 738 1,330 923 845 837 847 869 782 Weekly

Hardness (as CaCO3), mg/L 169 12.7 128 268 181 160 159 158 169 188 Weekly

Nitrate (as Nitrogen), mg/L 9.4 1.1 7.7 12 11.6 9.6 8.6 8.9 9.0 8.6 Monthly

Nitrite (as Nitrogen), mg/L <0.04 NA <0.02 0.09 <0.02 <0.02 0.09 0.03 <0.04 <0.02 Monthly

Permeability SAR [calculated] 3.4 0.2 3.0 3.8 3.6 3.3 3.3 3.7 3.5 3.1 Monthly

pH (units) 7.6 0.1 6.9 8.2 7.6 7.7 7.6 7.5 7.5 7.6 Daily

Temperature, degrees Fahrenheit 71.3 4.3 63 79.3 65.6 68.3 73.3 76.6 75.1 68.9 Daily

Total Coliform Count, CFU/100ml <1 NA <1 25 <1 <1 <1 <1 <1 <1 Daily

Total Dissolved Solids, mg/L 483 27 408 800 529 474 478 478 489 445 Weekly

Total Residual Chlorine, mg/L 5.3 0.4 2.9 8.3 5.8 5.6 5.2 5.3 5.1 4.6 Daily

Total Suspended Solids, mg/L <1.0 NA <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 Weekly

Turbidity, NTU 0.5 0.04 0.3 1.3 0.5 0.5 0.5 0.5 0.5 0.4 Daily

Chemical Parameters

Arsenic (As), ug/L 0.5 0.1 0.4 0.7 0.6 0.5 0.4 0.4 0.5 0.5 Monthly

Boron (B), ug/L 379 23.6 335 410 399 395 386 395 352 346 Monthly

Cadmium (Cd), ug/L <0.1 NA <0.1 <0.1 <0.1 <0.1 <0.1 <0.1 <0.1 <0.1 Monthly

Calcium (Ca), ug/L 30,300 1,250 26,900 33,800 30,300 29,500 31,200 32,300 30,000 28,800 Monthly

Chloride (Cl), ug/L 127,000 14,600 96,700 152,000 144,000 119,000 125,000 140,000 129,000 104,000 Monthly

Total Chromium (Cr), ug/L 0.3 0.04 0.3 0.4 0.3 0.3 0.3 0.4 0.3 0.3 Monthly

Copper (Cu), ug/L 1.7 0.2 1.4 2.1 1.4 1.7 1.8 1.8 1.7 1.6 Monthly

Iron (Fe), ug/L <100 NA <100 102 <100 <100 <101 <100 <100 <100 Monthly

Lead (Pb), ug/L <0.1 NA <0.1 0.1 <0.1 <0.1 <0.1 <0.1 <0.1 <0.1 Monthly

Magnesium (Mg), ug/L 19,700 1,210 17,800 23,500 20,800 21,000 19,900 20,200 18,600 18,000 Monthly

Mercury (Hg), ug/L 0.0006 0.0001 0.0005 0.0008 0.0006 0.0006 0.0007 0.0007 0.0007 0.0006 Monthly

Nickel (Ni), ug/L 2.7 0.2 2.2 3.2 2.7 2.9 2.8 2.6 2.3 2.6 Monthly

Phosphate (PO4), ug/L 1,130 961 344 3,150 2,810 1,700 372 504 446 935 Monthly

Potassium (K), ug/L 10,500 1,020 9,220 12,500 12,000 9,700 10,000 11,500 10,600 9,490 Monthly

Silicon (Si), ug/L 6,400 456 5,580 7,300 6,700 6,190 6,230 7,070 6,470 5,750 Monthly

Silver (Ag), ug/L <0.1 NA <0.1 <0.1 <0.1 <0.1 <0.1 <0.1 <0.1 <0.1 Monthly

Sodium (Na), ug/L 98,700 7,960 81,600 113,000 105,000 96,100 97,100 109,000 99,100 86,000 Monthly

Sulfate (SO4), ug/L 55,900 4,420 44,900 69,000 59,600 58,200 58,100 58,900 52,100 48,800 Monthly

Zinc (Zn), ug/L 12.4 1.1 10 14.7 12.3 14.4 12 11.6 12.7 11.6 Monthly

Other

Dissolved Oxygen, mg/L 7.8 0.3 6.8 8.7 8.2 8.0 7.8 7.5 7.4 7.9 Daily

Ortho Phosphate, mg/L 0.8 0.7 0.2 4.0 2.1 1.0 0.2 0.3 0.4 0.8 Weekly

NA = Not Available

MPN = Most Probable Number

SAR = [Na+] /sqrt(([Ca++]+[Mg++])/2)

NTU = Nephelometric Turbidity Units (measure of the suspended material in water)

mg/L = Milligrams per Liter (parts per million)

ug/L = Micrograms per Liter (parts per billion)


